
ALTERNATE METHOD

PREFERRED METHOD

a)  THREAD-O-LET ON LARGE PIPES

b)  TEE ON SMALL PIPES

USE  1/4 ’’ GAUGE TAP ON

PUMP CASE OR FLANGE

(2 PLACES) (IF PROVIDED)

NONE
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